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KEY PLAN

DateDescription of Revision
Add.
No.

Duncan P. McClelland, AIA
Architect License No. 13148, Expires 4/30/2010  

This work was performed by me or under my 
supervision and construction of this project will be 
under my observation (observation of construction 
as defined in section 16-115-2 of the rules and 
regulations of the Board of Professional Engineers, 
Architects and Surveyors of the State of Hawaii).
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SCUPPERCEILING GRID BELOW
SEE A9.1

HATCH OPENING
PROVIDE

ACCESS PANEL

MECHANICAL
GUARDRAIL 36" HIGH

WITH MID RAIL

LOFT
201

SHEAR WALL. 
REFER TO 
STRUCTURAL

REVERSE

SIM.

LINE OF 
SOFFIT 
BELOW

SIM

EXHAUST FAN 
ENCLOSURE WITH 
BLANK OFF PANEL

EXHAUST FAN 
ENCLOSURE 
WITH BLANK 
OFF PANEL

OPERABLE HIGH 
LOUVERS BETWEEN 
RAFTERS ABOVE 
WINDOWS (TYPE L5) 
REFER TO 
ELEVATIONS

OPERABLE HIGH LOUVERS 
ABOVE FIXED WINDOWS OVER 
OPERABLE WALL SYSTEM 
MOTOR CONTROL
WITH MANUAL CRANK BACKUP

TRANSOM WINDOWS 
ABOVE SLIDING DOORS
WITH FIXED LOUVERS 
AT RAFTERS

LOUVERS ABOVE 
SLIDING DOORS, 
BETWEEN RAFTERS

ROOF ACCESS HATCH 
THROUGH SUN SLATS. 
REFER TO 3/A6.3

OPERABLE CLERESTORY 
AWNING VENT WINDOWS 
WITH MOTOR CONTROL AND 
MANUAL CRANK BACKUP

TRANSOM WINDOWS 
ABOVE SLIDING DOORS

TRANSOM WINDOWS

LOUVERS ABOVE 
SLIDING DOORS, 
BETWEEN RAFTERS

PIPING ROUTE FROM 
COLUMN ENCLOSURE TO 
TOILET ROOMS

COLUMN COVER PIPE 
CHASE. PROVIDE 12"x12" 
OPENING IN COLUMN 
COVER FOR PIPES. 
TERMINATE COLUMN AT 
BOTTOM OF RAFTERS.

TALL STORAGE ROOF 
(MEMBRANE LOW SLOPE)

EAST CORRIDOR ROOF 
(MEMBRANE LOW-SLOPE)

WEST CORRIDOR 
ROOF (MEMBRANE 
LOW-SLOPE)

OPEN TO
BELOW

OPEN TO BELOW

A
1.2

CLERESTORY PLAN

OPERABLE INTERNAL 
HIGH LOUVERS 
BETWEEN RAFTERS

EXHAUST FAN 
ENCLOSURE WITH 
BLANK-OFF PANEL

EXHAUST FAN
ENCLOSURE
WITH BLANK
OFF PANEL

HVAC UNIT
(SEE HVAC 
DRAWINGS) 

DUCT-
WORK UP 
HIGH.

OPEN TO
BELOW
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SLIDING WOOD DOORS FOR ACCESS TO 
LOFT. PROVDE HAFELE JUNIOR 80/INOX  
SLIDING TRACK HARDWARE SYSTEM (OR 
EQUAL). MOUNT TRACK TO GLU-LAM ABOVE
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A5.3

COLUMN COVER PIPE 
CHASE. PROVIDE 12"x12" 
OPENING IN COLUMN 
COVER FOR PIPES. 
TERMINATE COLUMN AT 
BOTTOM OF RAFTERS.

OPEN TO
BELOW

OPEN TO
BELOW

OPEN TO
BELOW

OPERABLE 
PARTITION 
HEAD AND 
GLAZED 
WALL ABOVE

OPEN TO
BELOW

SHEAR WALL 
LOCATION. REFER 
TO STRUCTURAL

ROOF ACCESS LADDER
TO HATCH ABOVE

SINGLE LOUVER 
(TYPE L5) DEDICATED 
FOR TOILET ROOM 
EXHAUST FAN

5

A5.4

CONTINUOUS 
GUTTER AND 
DOWNSPOUTS

DOWNSPOUT

OPERABLE HIGH LOUVERS 
BETWEEN RAFTERS ABOVE 
WINDOWS (TYPE L5) REFER 
TO ELEVATIONS

DOWNSPOUTCONTINUOUS 
GUTTER AND 
DOWNSPOUTS

 

 

AHU INTAKE AIR 
DUCTWORK FROM 
BELOW
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