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Duncan P. McClelland, AIA
Architect License No. 13148, Expires 4/30/2010  

This work was performed by me or under my 
supervision and construction of this project will be 
under my observation (observation of construction 
as defined in section 16-115-2 of the rules and 
regulations of the Board of Professional Engineers, 
Architects and Surveyors of the State of Hawaii).
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1 Addenda #1 10/30/08
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ROOF ACCESS HATCH
PROVIDE HINGE, PISTON, 
AND LOCKING MECHANISM

12
1.5LARGE SKYLIGHT 

AND SCULPTURAL 
DIFFUSER

EXPOSED OVAL SPIRAL SUPPLY DUCT 
PENETRATES THROUGH PARTITION 
WALL BETWEEN PROJECT ROOMS. 
REFER TO MECHANICAL M1.1

CONCRETE END WALL

SINK VENT CHASE WALL

PRE-CAST SIDE PANEL

CORRUGATED 
POLYCARBONATE ROOF 
PANELS ON 2X6 FIR 
PURLINS

CORRUGATED POLYCARBONATE ROOF 
PANELS ON 2X6 FIR PURLINS

LAB

MAKAI
HALL

WORK
STATIONS

PROJECT
ROOM

MAUKA
HALL

LAB

MONITORING
LAB

ELECTRICAL ROOM

STORAGE

METAL LIBRARY LADDER 
ON SINGLE TRACK 
BRACKET. SEE 3/A5.2.
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TERMINATE TOP OF 
COLUMN COVER JUST 
UNDER RAFTER LINE 
TYPICAL

TERMINATE TOP OF COLUMN COVER 
JUST UNDER RAFTER LINE TYPICAL

2 HR RATED WALL AND CEILING

UPLIGHTS 
PENDANT 
MOUNTED

ACOUSTIC WALL PANEL
ACOUSTIC WALL PANEL

LOUVER WITH EXHAUST 
FAN ENCLOSURE AND 
BLANK-OFF PANEL

OPERABLE PARTITION BETWEEN 
PROJECT ROOMS.

THROUGH-WALL RETURN AIR GRILLE 
MINIMUM TWO SQUARE FEET AREA

LOUVER WITH EXHAUST 
FAN ENCLOSURE AND 
BLANK-OFF PANEL

SMALL SKYLIGHT 
AND SCULPTURAL 
DIFFUSER

SLATTED SUN SCREENS 
OR DUAL SURFACE 
PHOTOVOLTAIC PANELS 
AT OWNER'S OPTION
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